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GENERAL JNFO 

COMPANY NAME: 

CONTACT: 
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RLEK·lnc. 
P.O. BOX679 2521 ANTELOPE CORPUS CHRISTI, TX 784()3 (361) 888-8281 FAX (361) 888-7257 

1st floor single bathrooms: 

• Mens room dead batteries or malfunctioning electronic flush valve on toilet 

• Womens room dead batteries or malfunctioning electronic flush valve on toilet 

pt floor gang bathrooms: 

• Mens room dead batteries or malfunctioning electronic flush valve on toilets and urinals (6) 

• Womens room dead batteries or malfunctioning electronic flush valve on toilet (2) 

2nd floor gang bathroom: 

• Mens room dead batteries or malfunctioning electronic flush valve on toilet (3) 

• Mens room right side faucet has no cold water 

• Womens room dead batteries or malfunctioning electronic flush valve on toilet (2) 

• Womens room water heater for the office area is above the toilet in the ceiling. It has very little 

access and has an illegally piped relief valve and water heater pan drain. This is a major safety 
issue 

There is probably another water heater somewhere for the l't floor bathrooms but we could not locate 
it. 

Back shop: 

• 211 trap under the utility sink that has no trap primer nor is being used by anything. 

• Both toilet flush valves have dead batteries or malfunctioning electronic flush valve on toilet. 

• One flush valve does not work with the manual lever either that flush valve also has an 

improperly extended flush tube 

• Water heater on ceiling of back shop area has 2 leaks on the water piping 

• Eyewash located near back shop area has a lot of corrosion at threaded joint indicating a leak 

Middle shop: 

• 2 back flow preventers have no strainers before the backflow preventers 

• 3-l"gas lines that have been disconnected from equipment and need to be capped. 

• The propane line that runs inside the shops is assembled with Victaulic fittings and clamps which 

is not an approved method according to NFPA 45 2009 section 5.6.8.1 which is the governing 

code adopted by the texas railroad commission which oversees propane piping. this is a major 

safety issue and should be resolved immediately. 

• There are blue pipes that run around the facility which appear to be air lines. Many of them are 

cut where it appears machinery used to be located so that system is not functional at this time. 

• The irrigation system does not seem to have a backflow preventer on it which is illegal. This is a 

major health hazard and needs to fixed immediately. 



P.O. BOX679 2521 ANTELOPE CORPUS CHRISTI, TX 78403 (361) 888·8281 FAX (361) 888·7257 

Forum Electrical Report 

11/11/2016 

We done a thorough inspection of the electrical system within the Forum Building and found the 

following items that would need attention. 

2- Duplex Cover Plates missing Main office areas. 

1-Electric Hoist Shop area has a short believe it to be a loose wire, nothing major. 

1-Power Pole Shop area need supported from the floor hanging loose from the ceiling. 

1 ea.-Shop Area Rest Room and one Office needs new lenses replaced in 2x4 Fixtures very stained not 

sure will clean up. 

Wire hanging out of j boxes at the ceiling level of the Shop area, would need to be coiled an inserted 

into the j box and a blank cover installed. 

Found 4 each bad ballast that need to be replaced in 2x4 High Bay Light Fixtures within the Shop area, 

this is what is causing the buzzing noise out in the shop. 

Several bad fixture bulbs found in the shop area, the number I counted was (91), with 2 being in the rear 

rest room. 

All outside light fixtures mounted on the building (Wall Packs) are ok. 

We did find 11 other outside light fixtures (bulbs) that did not light up, some on poles and others at the 

ground level, we checked the lighting controller and found nothing wrong with the controller, it is my 

opinion there may be a Photo Cell on the Roof that may control these fixtures. lt would be something 

that would need to be investigated a bit more. I do not believe it is a fixture problem and that the worst 

case would be replacing the 11-400 Watt Metal Halide Bulbs. 

We checked all grounding, electrical panels, breakers and transformers for any damage or heating we 

found the overall system to be in great shape, and meet all NEC Code Standards. 



ALEK•lnc. 

P.O. BOX679 2521 ANTELOPE CORPUS CHRISTI, TX 78403 (361) 888-8281 FAX (361) 888·7257 

During our visit on 11-10-16, I found 6 Trane RTU's, with 4 of them operational at the time. RTU-1 

(serves upstairs offices), and RTU-6, (serves downstairs offices), had blank thermostats on our arrival, 

and would not run. 

RTU-6 breaker was tripped, and when reset, I still had no power at the thermostat. The other 4 units 

ran, and appeared to heat and cool, except for RTU-5 (serves upstairs open area), which would not come 

on in heat mode. 

All 6 RTU's need servicing, as the belts were noisy, some squeaking/slipping. They were all 

manufactured in the time-frame of 8-14 to 9-14, and appear to be in good shape. The drains on the roof 

do not have breather vents downstream of the traps, and we would recommend those be installed to 

allow for better drainage. They are all piped with%'' PVC, so that would be minor. 

The server room Mini-Split, upstairs, needs attention. The fan indoor would come on, but no cooling. 

The remote needs batteries to test it out, and the FC shows an E6 error code. 

The AU-2 split system, serving downstairs offices, appeared to heat and cool properly, but the ACCU tie 

down straps on the roof are loose, and non-functional at this time. They can be tightened up easily, 

however. 

The AU-1 split system, for the warehouse office, had a blank thermostat, and I was not able to locate the 

breaker for it. 

I energized and ran all of the exhaust fans in the warehouse, and they all came on in manual mode as 

called for, with no unusual noise or vibration detected. 

The general exhaust fan for the office restrooms also was functioning at the time of our visit. 

In general, we would recommend having all the equipment checked thoroughly by technicians, motors 

and bearings oiled and lubed, drains flushed out, and belts checked and likely replaced, and adjusted. 

On our departure, I returned all of the thermostats and exhaust fan starters to the off position. 



1959 Saratoga, Bldg. 12 Corpus Christi, Tx. 78417 Tel: 361-814-3473 Fax: 361-814-3476 

ALARM & DETECTION EQUIPMENT TEST REPORT 
ACR-2829 

Install Company Install Date 

Property Name: _______ F_o_r_u_m_E_n_er_,g""y_B_u_i_ld_i_n""g _______ Contact: 

Street: 4802 Road 69 

City & State: ________ R_o_b_s_to_w_n_T_X_78_3_8_0 ________ Phone No.: 

NAME 
1. Before Test Notify Proper Authorities 

A. Owner or Owner's Rep. 

B. Fire Dept. Annaville Fire Department 

C. Central Station 

2. Control Panel Status Before Test 

A. Is the Panel connected to the Fire Dept. Master Box 

Lease Line B 
B. Is the Power Light On? 

C. Does the Panel Indicate Normal Conditions? 

D. Are all Indicating Lamp Bulbs in Operating Order? 

E. Does the Trouble Light Operate? 

F. Does the Silence Switch Operate? 

G. Does the Panel have Active Zones? No. ----
H. Does the Panel have Inactive Zones? No. ----
1. Does the Panel Have Battery Backup? 

J. Do the Batteries indicate at least 65% of their listed AmpHour Capacity? 

K. Have Fire Dept. and/or Central Station been notified before 

continuing tests? 

Comments: 

Batteries FACP L. 12.60 v. R. 12.72 v. L. 

3. Extinguishing Systems 

A. Are Halon Systems installed on Property No. 

Is Halon at Recommended Pressure? 

B. Are C02 Systems installed on Property? No. 

Is C02 at recommended Pressure? 

5.40 

C. Are any other Type Systems installed on Property? No. 

Comments: 

Test Verification 

(By owner or 

owner's rep) 

Name 

Title 

Ken McCracken FAL - 5865 

Ah. R. 5.60 

YES 

Date 

Date 

Page 1 of 3 

Jeremy Baugh 

361-688-8620 

PHONE NO. 

361-241-1372 

NO 

Ah. 

N.A. NO 

x 
x 
x 
x 
x 

Richard A Gonzalez 
rinted 

11/11/2016 

Inspector 

Phone Number (361) 814-3473 
Acceptable Tag Yellow Tag Red Tag 



ALARM & DETECTION EQUIPMENT TEST REPORT 

Page 2 of 3 

Equipment Total No. Tested No. Tested Operational 

Number Prev. Report This Report Yes N.A. No 

4. Remote Annunciators 1 1 x 
5. Zones 

6. Manual Stations (Pull) 9 9 x 
7. Detectors (See 13) 

A. Photoelectric 9 9 x 
B. Ionization 

C. Heat 

D. Combination Heat/Smoke 

E. Duct (See 14) 

F. Sounder Base ' 

8. Audible Alarms 

~ A. Bell 

B. Exterior Horn or AN 

C. Visual Only 40 40 x 
D. AudioNisual 21 21 x 
E. Speaker/Strobe 

9. Speakers 

10. Piezos 

11. Automatic Door Release 

12. Water Flow Switches 

A. Paddle 

B. Pressure B 13. Tamper Switches 

14. Did test of Duct Detectors shut down air handling units? 

15. Did the monitoring center (Fire Dept. Central Station Lease Line) receive signals? x 
16. Is system reset for normal conditions? x 
17. Is system restored to operational service? x 
18. Have proper authorities (See #1) been notified system is back in service? x 
19. Indicate % of equip. tested this report 

25 50 75 100 

25 50 75 100 

20. Indicate % of tested YTD 

Comments for any "No" answers or explanations: 
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INSPECTION NOTES 
FACP Yes No DACT AV y::; 

Manufacturer: Fire Lite Manufacturer: Manufacturer: 

Model#: 9200UDLS Model#: Model#: 

Location: Upstairs Phone Rec Location: Location: 

Batteries Batteries Batteries 
Manufacturer: Universal Manufacturer: Universal Manufacturer: 

Model#: UB1280 Model#: UB1280 Model#: 

Voltage: 12V Voltage: 12V Voltage: 

Amp/Hours 8Ah Amp/Hours 8Ah Amp/Hours 

Yes No Annunciator Yes No Annunciator Yes No Printer 
Manufacturer: Fire Lite Manufacturer: Manufacturer: 

Model#: Model#: Model#: 

Location: Front Lobby Location: Location: 

~z;;1r•.if;!};;~l 9 
.. ·. : ;;;;";;;.;ff;+ ><•··. '. •.···•·· 1;,•.z''..'':;;;'f>,•':'~;Ci;\'.• :cc 

... 
i0?~t·•K8i•; •....... •";~ .. , :f~1;,,fftc,.;,o;; ;;2·1•,rfi+>• '.· •.. •. :•'.{; •'.'';;'/•'. •;{:'.'. . <'.-:·· ·<';:-: 

Issue Number: 

Device Type: Smoke Detector Location: Ceiling office area and warehouse 

Manufacturer: Fire Lite Ceiling Type: yes 

Model#: Addressable Height: office 8' to 12' warehouse 20' to 22' 

Test Method: Magnet I Smoke !Manual I Remote TS I I I I 
Required Tool: Key I Wrench !Heat Gun I I I I I 
Impairment: Describe requfred 1·epairs. 

..• . . .• ···.· .. ..• ... . .·:,•'.'. . ..•. . . .... .... .. ····· ___ -_,-_____ , ______ " ________ ,,_, . ···-""-'""' ·"·····"-' 

Issue Number: 

Device Type: Location: 

Manufacturer: Ceiling Type: 

Model#: Height: 

Test Method: Magnet I Smoke I Manual I Remote TS I I I I 
Required Tool: Key I Wrench !Heat Gun I I I I I 
Impairment: Describe required repairs. 

. . . ... . .. 
; .. .,. . '.. .. .. .... . .. ···' :_-_. __ ·;-,:: .,- --<;-;,· ... , .:•, ... .... . ''"''"'' 

Issue Number: Address: 

Device Type: Location: 

Manufacturer: Ceiling Type: 

Model#: Height: 

Test Method: Magnet I Smoke I Manual I Remote TS I I I I 
Required Tool: Key I Wrench !Heat Gun I I I I I 
Impairment: Describe requfred repairs. 

,,. ... . ... · .. .. .. ... ····· ••·· .. .'<> 
... . .......... . .. --'>/>~: :· ';.-·/ '.{<.-: ------. ---- ,, ·.:-/<::.x;;+ 

Issue Number: Address: 

Device Type: Location: 

Manufacturer: Ceiling Type: 

Model#: Height: 

Test Method: Magnet I Smoke I Manual I Remote TS I I I I 
Required Tool: Key I Wrench !Heat Gun I I I I I 
Impairment: Describe required repairs. 



ALL VOU NEED TO KNOW ABOUT FIRE PROTECTION 

1959 Saratoga Blvd. Bldg. 12 Corpus Christi, Texas 78417 P: 361-814-3473 F: 361-814-3476 

SPRINKLER SYSTEM INSPECTION REPORT 

SCR-1080 Date 11/11/2016 RME-1-1746124 Pg. 1 Of 3 

Property Name: Forum Energy Building Contact: Jeremy Baugh 

Street: 4802 County Road 69 Phone No: 361-688-8620 

City & State: _______ R_o_b_s_t_o_w_n ________ T_x_. Zip ___ 7_8_3_8_0 __ _ Inspector: 

1 General Yes N/A No 

A. (To be filled out by the Owner or Owner's Representative) 

a. Have there been any changes in the occupancy, machinery, or operations since the last inspection? x 
b. Have there been any changes or repairs to the fire protection systems since the last inspection? x 
c. If a fire has occurred since the last inspection, have all damaged sprinkler system components been replaced? x 
d. Has the piping in all dry systems been checked for proper pitch within the past five years? 

Date last checked: (Checking is recommended at feast every 5 years) x 
e. Has the piping in all systems been checked for obstructive materials? 

Date last checked: (Checking is recommended at least every 5 years) x 
f. Have fire pumps been tested to full capacity through use of hose streams or flow meters in the past 12 months? x 
g. Are gravity, surface, or pressure tanks protected from freezing? 

h. Are any of the sprinklers 50 years old or older? (Testing and/or replacement is recommended for such sprinklers 

i. Are any extra high temperature solder sprinklers regularly exposed to temperatures near 300 F? 

B. (To be answered by the inspector) 

a. Have the sprinkler systems been extended to all visible areas of the building? 

b. Does there appear to be proper clearance between the top of all storage and the sprinkler deflector? 

c. Are the building areas protected by a wet system heated, including its blind attics and perimeter areas? 

d. Are all visible exterior openings protected against the entrance of cold air? 

2 Control Valves 

a. Are all sprinkler system main control valves and all other valves in the appropriate open or closed position? 

b. Are all control valves sealed or supervised in the open position? 

Control No. Easily Valve Secured? 

of Type 

Valves Valves 

City Connection 

Tank 

Pump 

Sectional 

System 

Alarm Line 

3 Water Supplies 

a. Water Supply Source? City _____ _ 

Waterflow Test Results Made During This Inspection 

Test Test Static 

Pipe Pipe Pressure 

Location Size Before 

nks, Pumps, Fire Dept. Connections 

Accessible Signs Open 

Yes No Yes 

Gravity Tank -------

Static 

Flow Pressure 

Pressure After 

No Yes No Yes 

Pressure Fire Pump & Tank 

Pressure Fire Pump & City 

Pressure Fire Pump & Pond 

Test 

Pipe 

Location 

4 Ta 

a. 

b. 

Do fire pumps, gravity, surface or pressure tanks appear to be in good external condition? 

c. 
d. 

Are gravity, surface and pressure tanks at the proper pressure and/or water levels? 

Are fire dept. connections in satisfactory condition, couplings free, caps or plugs in place and check valves tight? 

Are fire dept. connections visible and accessible? 

No 

x 
x 
x 

x 
x 
x 

x 

x 
x 

Supervision 

Operational 

Yes Cy: No 

S~.~ 
·: 

:: (:/ti 
..... :··; 

Test 

Pipe 

Size Flow Time 

Yes N/A No 

x 
x 

x 
x 



5 Wet systems 

a. No. of Systems Make & Model 

b. Are cold weather valves in the appropriate open or closed position? 

If closed, has piping been drained? 

c. Has the owner or owner's representative been advised that cold weather valves are not recommended by NFPA? 

d. Have all the antifreeze systems been tested? 

e. Date antifreeze systems were tested 

f. The antifreeze tests indicate protection to: System 1 ___ 2 ___ 3 ___ 4 ___ 5 ___ Temperature 

g. Did alarm valves, waterllow alarm indicators and retards test satisfactorily? 

6 Dry systems 

a. No. of Systems Make & Model 

Date Last Trip Tested 

b. Is the air pressure and priming water levels normal? 

c. Did the air compressor operate satisfactorily? 

d. Were all low points drained during this inspection? 

e. Did all quick opening devices operate satisfactorily? 

f. Did all the dry valves operate satisfatorily during this inspection? 

g. Do dry valves appear to be protected from freezing? 

h. Is the dry valve house heated? 

7 Special Systems 

a. No. of Systems 

Type 

Make & Model 

b. Were valves tested as required? 

c. Did all heat responsive systems operate satisfactorily? 

d. Did the supervisory features operate during testing? 

Heat Response Device: Type: 

Valve No. 1 2 3 4 
Valve No. 2 3 4 
Valve No. 2 3 4 
Valve No. 2 3 4 

Auxilliary Equipment: No. Type: 

Location: 

Test Results: 

8 Al arms 

a. 
b. 

Did the water motors and gong operate during testing? 

Did the electric alarms operate during testing? 

C. Did the supervisory alarms operate during testing? 

9 s prinklers - Piping 

Type of Test: 

5 

5 

5 
5 

Do sprinklers heads generally appear to be in good external condition? 

Valve No. 1 

Valve No. 1 

Valve No. 1 

Valve No. 1 

a. 
b. Do sprinklers heads generally appear to be free of corrosion, paint, or loading and visible obstruction? 

Are extra sprinklers heads available on the premisies in a head box at the riser? 

2 

2 
2 
2 

c. 
d. Does the exterior condition of piping, drain valves, check valves, hangers, pressure gauges, open sprinklers and 

strainer appear to be in satisfactory? 

e. Does the hand hose on the sprinkler system appear to be in satisfactory condition? 

1 O Explanation of "No" Answers (For sections 1 B thru 9) 

FDC Missing Caps 

11 Adjustments or Corrections Made: None 

3 

3 

3 

3 

4 5 

4 5 

4 5 

4 5 

Yes NIA No 
x 
x 
x 

x 
x 
x 

x 
x 



ALL VOU NEED TO KNOW ABOUT F:CRE PROTECT:CON 

SPRINKLER SYSTEM INSPECTION REPORT 

Pg. 3 Of 3 

12 The Inspector Suggests the Following Necessary Improvements: These Suggestions are Not From an Engineering Survey 

FDC 

13 List Changes in the Occupancy Hazard or Fire Protection Equipment, as Advised by the Owner in Section 1A 

14 Inspection and Suggeste Nner or'Owner's Representative: 

Test Verification Name Richard A. Gonzalez 
nn e 

11/11/2016 

Inspector 
1gna ure 

Blue Tag Yellow Tag Red Tag 

Inspection Notes 

No Riser at this Location - Manuel FD Hose System 

FDC Supplies 4" Line Across Building to 2-1/2" Hose Valves x2 
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© 2016 CBRE, Inc. This information hos been obtained from sources believed reliable. We hove not verified it and make no guarantee, warranty or representation about it. Any projections, opinions, assumptions or 
estimates used ore for example only and do not represent the current or future performance of the property. You and your advisors should conduct a careful, independent investigation of the property to determine to 
your satisfaction the suitability of the property for your needs. 


